
FIRE UL # STCN/A N/A N/A

4 7/8"

3 1/2" SOUND BATTS

METAL STUD  PARTITION

FIRE UL # STC
S1

N/A N/A N/A

3 5/8"  METAL STUD @ 16" OC

5/8" GYPSUM WALL BOARD

4 7/8"

METAL STUD  PARTITION

3 5/8"  METAL STUD @ 16" OC

5/8" GYPSUM WALL BOARD

FIRE UL # STCN/A N/A N/A

INSULATING FURRING PARTITION

3 5/8"

2 1/2"  METAL STUD @ 16" OC,
1/2" FROM EXISTING WALL

5/8" GYPSUM WALL BOARD

S2 S3

3"  SPRAY-IN CLOSED CELL
FOAM INSULATION

FIRE UL # STC
S4

N/A N/A N/A

3 5/8"  METAL STUD @ 16" OC

5/8" GYPSUM WALL BOARD

BATHROOM  PARTITION

SPECIFIED TILE BACKER BOARD
BEHIND CERAMIC TILE

CERAMIC TILE - SEE ELEVATIONS
FOR HEIGHT

FIRE UL # STC
S5

N/A N/A N/A

3 5/8"  METAL STUD @ 16" OC

BATHROOM  CHASE  PARTITION

SPECIFIED TILE BACKER BOARD
BEHIND CERAMIC TILE

4 1/4"

1/2" AIR GAP

FIRE UL # STC N/A FIRE UL # STCN/A N/A N/A FIRE UL # STC
S8

N/A N/A N/A FIRE UL # STC
S9

N/A N/A N/A

3 5/8"  METAL STUD @ 16" OC

5/8" GYPSUM WALL BOARD

5 1/4" *

METAL STUD  PARTITION W/ SECURITY MESH

SECURITY WIRE MESH ATTACHED
TO FACE OF STUD.

* = DIMENSION VARIES
DEPENDING ON THICKNESS OF
SECURITY MESH SELECTED.

S6 S7
FURRING  PARTITION

1 1/2"

7/8" FURRING CHANNEL @ 16" OC

5/8" GYPSUM WALL BOARD

4 1/4"

3 5/8"  METAL STUD @ 16" OC

2 1/8"

1 1/2" FURRING CHANNEL @ 16" OC

5/8" GYPSUM WALL BOARD

FURRING  PARTITIONMETAL STUD  PARTITION

FIRE UL # STC FIRE UL # STC FIRE UL # STCN/A
M1 M2 M3

CMU PARTITION

12" CONCRETE MASONRY UNIT

5/8" GYPSUM WALL BOARD

7/8" FURRING CHANNEL

1'-1 1/8"

8" CONCRETE MASONRY UNIT 12" CONCRETE MASONRY UNIT

CMU PARTITIONCMU PARTITION

FIRE UL # STC FIRE UL # STC FIRE UL # STCN/A
C1 C2 C3

POURED CONCRETE PARTITION

12" POURED CONCRETE 8" POURED CONCRETE

POURED CONCRETE PARTITIONPOURED CONCRETE PARTITION
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7 5/8" 11 5/8"

1'-0" 8"

6" POURED CONCRETE

6"

5/8" GYPSUM WALL BOARD

FIRE UL # STC
S10

N/A N/A N/A

FURRING  PARTITION

4 7/8"

2 1/2"  METAL STUD @ 16" OC

5/8" GYPSUM WALL BOARD

SPECIFIED TILE BACKER BOARD
BEHIND CERAMIC TILE

CERAMIC TILE - SEE ELEVATIONS
FOR HEIGHT

3 1/8"

1 HOUR U-905 N/A1 HOUR U-905 N/A 1 HOUR U-905 N/A

N/A N/A N/AN/A N/A N/A N/A N/A N/A

N/A N/A N/A

FIRE UL # STC
S11

1 HOUR L583 63

METAL STUD RATED PARTITION

7 1/2"

3 5/8"  METAL STUD @ 16" OC

5/8" GYPSUM WALL BOARD

3 1/2" SOUND BATTS

NOTE: PARTITION EXTENDS
FROM FLOOR TO BOTTOM OF
SLAB ABOVE.

DOUBLE LAYER OF 5/8" GYPSUM
WALL BOARD

SOUND ISOLATION CLIP W/
DRYWALL FURRING CHANNEL

FIRE UL # STC
M4

8" CONCRETE MASONRY UNIT

CMU PARTITION

7 5/8"

N/A N/A N/A

CERAMIC TILE - SEE ELEVATIONS
FOR HEIGHT

5/8" GYPSUM WALL BOARD

ROPPE #154

ROPPE #174

ROPPE #182
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241
Office

Room  number ID signage is
mounted at 2" for the edge of the
door frame, mounted on the handle
side of the door.

The top of the sign shall be mounted
at 64" from the floor.
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BUILDING 9 -
SECOND FLOOR RENOVATION

BB

542-13-105

AM

1400 Blackhorse Hill Road
Coatesville, PA 19320

A701

FINISH SCHEDULE AND PARTITION
TYPES

05 / 12 / 14 12557

9

SECOND FLOOR FINISH SCHEDULE

ROOM
NUMBER NAME

FLOOR
FINISH

BASE
FINISH

WALL FINISH CEILING
MATERIAL COMMENTSNORTH SOUTH EAST WEST

201 LOBBY LVT3 RB1 P1 P1 P1 P1 ACT

202 CANTEEN SERVICES
SUITE

CPT3 RB1 P4 P1 P1 P1 ACT

203 CANTEEN SERVICES CPT1 RB2 P1 P1 P1 P3 ACT

204 DATA LVT1 RB1 P1 P1 P1 P1 ACT

205 SMALL CONFERENCE CPT2/CPT4 RB1 P1 P1 P1 P2 ACT

206A WAITING AREA CPT2/CPT4 RB1 P1 -- P3 -- ACT/ GYP

206B ALCOVE CPT3 RB1 P1 P1 P1 P1 ACT

207 HR RECEPTION CPT4 RB1 -- WC1 P3 -- ACT/GYP

208 WOMEN'S CT1 CT4 CT/P1 CT/P1 CT/P1 CT/P1 GWB CT WAINSCOT

209 SUPERVISOR CPT1 RB2 P1 P1 P1 P3 ACT

210 SUPERVISOR CPT1 RB2 P1 P1 P1 P3 ACT

211 SUPERVISOR CPT1 RB2 P1 P1 P1 P3 ACT

212 OPEN OFFICE CPT3 RB1 P1 P1 P1/WC2 P4 ACT

213 SUPERVISOR CPT1 RB2 P3 P1 P1 P1 ACT

214 SUPERVISOR CPT1 RB2 P3 P1 P1 P1 ACT

215 MEN'S CT1 CT4 CT/P1 CT/P1 CT/P1 CT/P1 GWB CT WAINSCOT

216 BREAKROOM LVT2 RB1 P2 P1 P1 P1 ACT

217 PIV OFFICE CPT1 RB2 P1 P1 P1 P2 GWB

218 OWCP & BENEFITS CPT1 RB2 P4 P1 P1 P1 ACT

219 SPECIALIST
W/RESPONSIBILITY

CPT1 RB2 P4 P1 P1 P1 ACT

220 FILES/STORAGE LVT1 RB1 P1 P1 P1 P1 ACT

221 OPEN OFFICE CPT3 RB1 P1 P1 P4 P1 ACT

222 FILES/STORAGE LVT1 RB1 P1 P1 P1 P1 ACT

223 SPECIALIST
W/RESPONSIBILITY

CPT1 RB2 P1 P4 P1 P1 ACT

224 WORK ROOM LVT1 RB1 P1 P5 P1 P5 ACT

225 STAIR ETR ETR ETR ETR ETR ETR ETR

226 COMPUTER LAB CPT3 RB1 P1 P1 -- P1 ACT

227 MEN'S CT1 CT CT/P1 CT/P1 CT/P1 CT/P1 GWB CT WAINSCOT

228 WOMEN'S CT1 CT CT/P1 CT/P1 CT/P1 CT/P1 GWB CT WAINSCOT

229 SHARED CONFERENCE
ROOM

CPT2/CPT4 RB1 P1 P1 WC1 P1 ACT

230 SHARED CONFERENCE
ROOM

CPT2/CPT4 RB1 P1 P1 P1 P1 ACT

231 CONFERENCE CENTER CPT3 RB1 P1 P1 P4 P1 ACT

231A OFFICE CPT1 RB2 P1 P1 P3 P1 ACT

232 LARGE CONFERENCE
ROOM

CPT2/CPT4 RB1 P1 P1 WC1 P1 ACT/GYP

233 WAITING AREA CPT2/CPT4 RB1 WC2 -- -- P1 ACT

234 ELECTRICAL LVT1 RB1 P1 P1 P1 P1 ACT

235 WOMEN'S CT1 CT CT/P1 CT/P1 CT/P1 CT/PT GWB CT WAINSCOT

236 MEN'S CT1 CT CT/P1 CT/P1 CT/P1 CT/PT GWB CT WAINSCOT

237 STAIR ETR ETR ETR ETR ETR ETR ETR

238 FILE/COPY STORAGE LVT1 RB1 P1 P1 P1 P5 ACT

239 OPEN OFFICE CPT3 RB1 -- P1 -- P1 ACT

240 ACCOUNTING
SUPERVISOR

CPT1 RB2 P4 P1 P1 P1 ACT

241 OPEN OFFICE CPT3 RB1 P1 P1 P4 P1 ACT

242 BREAK ROOM LVT2 RB1 P1 P1 P1 P2 ACT

243 DSS SUPERVISOR CPT1 RB2 P1 P4 P1 P1 ACT

244 OPEN OFFICE CPT3 RB1 P1 -- P1 P1 ACT

245 CHIEF OF SERVICE CPT1 RB2 P1 P1 P3 P1 ACT

246 ADMINISTRATIVE
ASSISTANT

CPT1 RB2 P1 P1 P1 P3 ACT

247 ASSISTANT CHIEF CPT1 RB2 P1 P1 P1 P3 ACT

248 OPEN OFFICE CPT3 RB1 P1 -- P4 P1 ACT

249 PAYROLL SUPERVISOR CPT1 RB2 P1 P1 P1 P4 ACT

250 OPEN OFFICE CPT3 RB1 P4 P1 P4 P4 ACT

251 FILE/COPY SUPPLY LVT1 RB1 P1 P1 P1 P5 ACT

252 TRICARE LEAD
COORDINATOR

CPT1 RB2 P1 P1 P1 P4 ACT

253 OPEN OFFICE CPT3 RB1 -- P1 P4 P1 ACT

254 FINANCE WAITING AREA CPT2/CPT4 RB1 -- WC1 P3 P1 ACT/GYP

255 SMALL CONFERENCE CPT2/CPT4 RB1 P2 P1 P1 P1 ACT/GYP

256 HOUSEKEEPING LVT1 RB1 P1 P1 P1 P1 ACT

C1 CORRIDOR CPT3 RB1 P1 P1 -- -- ACT

C2 CORRIDOR CPT3 RB1 -- P1 P1 P1 ACT

C3 CORRIDOR CPT3 RB1 P1 P1 -- -- ACT

C4 CORRIDOR CPT3 RB1 -- -- P1 P1 ACT

C5 CORRIDOR CPT3 RB1 P1 P1 -- P1 ACT

C6 CORRIDOR CPT3 RB1 P1 P1 -- -- ACT

C7 CORRIDOR CPT3 RB1 P1 P1 -- P1 ACT

C8 CORRIDOR CPT3 RB1 -- -- P1 P1 ACT

C9 CORRIDOR CPT3 RB1 P1 P1 -- -- ACT
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